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Vessel / Shore Tank : 95.5% Tank 7 + 4.5% Tank 111 Sample Submitted By : tAC Portland
Product : #6 Fuel Qil Analysis Performed By :  IAC Portland
Client Reference : Date Sampled : 13-Aug-2008
Terminal / Port/ Office :  SPRAGUE ROLLING MILLS Date Reported : 14-Aug-2008

/

Job ID (0020-0000704 Submission D : 2008-020-00921
Sample Details : Hand Blends
Comments :
Lab Blend
Sample Number 2008-020-00021-001
Method Test Result Specification
ASTM D287 AP! Gravity, ° AP! 11.2
ASTM D1250 Density at 158°C 0.9910 0.991 Max
ASTM D95 Water, % (viv) .00 0.5 Max
ASTM D92 Proc. B Manual/Automated Automatic
Flash Point, *C/° F 100.0/ 212 60 Min (L)
ASTM DO7 Pour Point, *C/°F 3127 30 Max (C)
ASTM D2161 Test Temperature, ° F 122
Saybolt Furo} Seconds, sec 134.4
ASTM D445 Test Temperature 50°C (122°F)
Kinematic Viscosity, ¢St 284.4 380 Max (cst)
ASTM D482 Ash Content, mass % 0.0234 0.15 Max
ASTM D473 Sediment Content, mass % / vol % 0.01 / <0.01
1P 470 Aluminum, ppm (mg/kg} 32 .
Silicon, ppm (mgrkg) 35 80 Max (A+Sh
Sodium, ppm (mg/kg) 48
Vanadium, ppm {mg/kg) 20 3060 Max
ASTM D240 Gross Heat of Combustion Unit Conversion, BTU/ 18442 } 152284
ASTM D1796 Water and Sediment, % (viv) 0.050
ASTM D4530 Carbon Residue, % (m/m) 9.9 18 Max
ASTM D42g4 Sulfur Content, mass % 1.24
ASTM DE782 Nitrogen, ppm {ug/g) 2970
ASTM DB560 Asphaitenes, % (m/m) 23
ASTM D4B70 Total Sediment, % {m/m) <0.01 0.10 Max
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